
8.5 100 20

6.5

pH TSS BOD Aluminium 

Date of sample Date of Report 6.5 - 8.5 100 20 55

13/07/2022 22/07/2022 7.5 <2 <2 0.11 Sludge Pond Yes

10/08/2022 22/08/2022 7.6 <2 <2 0.24 Sludge Pond Yes

14/09/2022 27/09/2022 7.6 <2 <2 0.1 Sludge Pond Yes

NT – not tested  

EPA License 2508 monitoring results 2022/2023

NC - not collected no water to sample

Alert Limit (upper)

Alert Limit (lower)

Sampled Location
Licence Compliance 

Assessed for discharge point

 WTP Water Discharge


